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Question Answer

ASSET DATA
        Comments on the Area (Square Feet) 114000
        Comments on the Number of Classrooms 65
        Comments on the Staff Population 130
        Comments on the Stories (Floors) plus Basements 3+Basement
        Comments on the Student Population 1039
        Comments on the Year Built 1950
        Overall Building Comments
                Comment Fair Exterior & Good to Fair Interior - Not 

ADA Accessible. New addition of Science Labs 
was completed in 2003.

        Was the Custodian Present? Yes
                Name of Custodian Patrick O'Brien(TC)
        Was the Fireman Present? No
        Was the Principal Present? Yes
                Name of Principal Bertha McGee(Asst. Principal)
        Which Systems have been Upgraded
                Systems Windows, Roof, Parapets
        Years of New Construction
                Comments on New Construction Year 2002
PRIORITY CONDITION
        Priority Condition Observed? No
STRUCTURAL ENGINEER REQUIRED
        Conditions Require Structural Engineer? No
ACCESSIBILITY
        Exterior Routes
                Curb Cuts And Turns
                        Compliance Complies
                Entrances & Exits
                        Compliance Deficiency
                                Level surface on both sides of door < 5' Level surface on both sides of door < 5'
                                Saddle height > 1/2" Saddle height > 1/2"
                Lifts
                        Exists? No
                                Required? Yes
                Parking
                        Exists? No
                Ramps And Railings
                        Exists? No
                                Required? Yes
                Stairs And Railings
                        Exists? Yes
                                Compliance Deficiency
                                        Railing size < 1 1/4" or > 1 1/2" Railing size < 1 1/4" or > 1 1/2"
        Interior Routes
                Corridor Doors And Hardware
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                        Exists? Yes
                                Compliance Complies
                Corridors & Lobbies
                        Compliance Complies
                Drinking Fountains
                        Exists? Yes
                                Compliance Deficiency
                                        Control Not On Front Control Not On Front
                Elevators
                        Exists? No
                Lobby Doors And Hardware
                        Compliance Complies
                Ramps, Stairs And Railings
                        Exists? Yes
                                Compliance Deficiency
                                        Railing Height <34 Or > 38 Inches Railing Height <34 Or > 38 Inches
                                        Railing size < 1 1/4" or > 1 1/2" Railing size < 1 1/4" or > 1 1/2"
                                        Surface Not Non-slip Surface Not Non-slip
        Rooms & Spaces
                Areas of Fire Rescue Assistance/F.D. Holding Area
                        Instances
                                Instance Location None
                                Exists? No
                                        Required? No
                Auditorium
                        Exists? Yes
                                Instances
                                        Instance Location 1st Floor
                                        Compliance Deficiency
                                                No Stage Access No Stage Access
                                                Not On Accessible Route Not On Accessible Route
                                                Wheelchair Parking Wheelchair Parking
                Cafeteria
                        Exists? Yes
                                Instances
                                        Instance Location Basement
                                        Compliance Deficiency
                                                Not On Accessible Route Not On Accessible Route
                Class Rooms
                        Instances
                                Instance Location All Floors
                                Exists? Yes
                                        Compliance Deficiency
                                                No Lever-type Hardware No Lever-type Hardware
                                                Wheelchair Parking Not Designated Wheelchair Parking Not Designated
                Closets - Shelves

Page 2 of 13Mobile Validity Version 5.1.5 Print Date: 11/29/2005



M054BOE Survey 2004 - Inspection Report
630,131 M054 - I.S. 54 - MANHATTANEncounterId: Asset:

Pupongpanit, Sirichai
Patel, Atul
Architectural - Senior

5/16/2005   2:01:33PMLast Edited By: Last Edited:
9/22/2004  11:34:51AMInspector: Time Out:
9/22/2004   7:14:56AMTime In:Inspection Type:

Question Answer

                        Exists? Yes
                                Compliance Complies
                Fire Rescue Area
                        Instances
                                Instance Location None
                                Exists? No
                                        Required? No
                Gymnasium
                        Exists? Yes
                                Instances
                                        Instance Location 1st Floor
                                        Compliance Deficiency
                                                Not On Accessible Route Not On Accessible Route
                Library
                        Exists? Yes
                                Instances
                                        Instance Location 3rd Floor -Rm. 333
                                        Compliance Deficiency
                                                No Lever-type Hardware No Lever-type Hardware
                                                Not On Accessible Route Not On Accessible Route
                Multi-purpose Room
                        Exists? No
                Science Lab
                        Exists? Yes
                                Instances
                                        Instance Location 3rd Floor - Rms. 344-345
                                        Compliance Deficiency
                                                Not On Accessible Route Not On Accessible Route
                Toilet Rooms (boys)
                        Instances
                                Instance Location All Floors
                                Exists? Yes
                                        Compliance Deficiency
                                                Accessory Arrangement Accessory Arrangement
                                                Clear opening < 32" Clear opening < 32"
                                                Mirror Arrangement Mirror Arrangement
                                                No Lever-type Hardware No Lever-type Hardware
                                                Sink Arrangement Sink Arrangement
                                                Turning Radius Turning Radius
                                                Urinal Arrangement Urinal Arrangement
                                                Water Closet Arrangement Water Closet Arrangement
                Toilet Rooms (girls)
                        Instances
                                Instance Location All Floors
                                Exists? Yes
                                        Compliance Deficiency
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                                                Accessory Arrangement Accessory Arrangement
                                                Clear opening < 32" Clear opening < 32"
                                                Mirror Arrangement Mirror Arrangement
                                                No Lever-type Hardware No Lever-type Hardware
                                                Sink Arrangement Sink Arrangement
                                                Turning Radius Turning Radius
                                                Water Closet Arrangement Water Closet Arrangement
                Toilet Rooms (staff)
                        Instances
                                Instance Location All Floors
                                Exists? Yes
                                        Compliance Deficiency
                                                Accessory Arrangement Accessory Arrangement
                                                Clear opening < 32" Clear opening < 32"
                                                Insufficient Latch Clearence Insufficient Latch Clearence
                                                Mirror Arrangement Mirror Arrangement
                                                No Lever-type Hardware No Lever-type Hardware
                                                Sink Arrangement Sink Arrangement
                                                Turning Radius Turning Radius
                                                Urinal Arrangement Urinal Arrangement
                                                Water Closet Arrangement Water Closet Arrangement
BUILDING TEMPLATES
        Roof Plan Template

EXTERIOR
        Areaway Slab
                Exists? Yes
                        Condition 2- Between Good and Fair
                        Deficiencies? No
        Areaway Walls
                Exists? Yes
                        Condition 2- Between Good and Fair
                        Deficiencies? No
        Areaways Grating
                Exists? No
        Awnings And Canopies
                Exists? No
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        Chimney
                Exists? Yes
                        Condition 2- Between Good and Fair
                        Deficiencies? Yes
                                Deficiencies
                                        Deficiency Type 1 Brick
                                                Deficiency Type 2 Minor Cracks And Spalling
                                                        Deficiency Location/instance

                                                        Deficiency Quantity 20
                                                        Quantity UOM S.F.
                                                        Potential Action RESTITCH
                                                        Urgency Of Action Priority 3
                                                        Purpose Of Action Level 2
                                                        Photo? Yes
                                                                Location Roof -1, Chimney Coping Stone Cracked on two 

faces.
                                                                Frame BOE455.jpg

                                                        Violations? No
                                        Deficiency Type 1 Brick
                                                Deficiency Type 2 Cap In Bad Condition
                                                        Deficiency Location/instance
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